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City Hall » 375 Merrimack Street ¢+ Lowell, MA 01852
P: 978.674.4070 = F: 978.970.3332

www.LowellMA.gov

- 'Review of Utility Company Request for New Conduit/Pole Location
Applicant Information Project Address

Utility 1895-1939 Middlesex St
{selectone) (335

Reason National Grid is requesting to relay a gas main on Middlesex St in the in the sidewalk on the
north side of Middlesex St. There are utility conflicts in the roadway necessitating the
installation in the sidewalk.

Date Submitted 7/22/2021

Joseph Cady

Review done by

Sidewalk Material Qther
Note: Sidewalk material to be replaced in kind {Concrete in full panels only}
Are Sidewalk Vaults present? YES NO D
Is Work on Street under a Paving Moratorium? ~ YES[ | NO
Is this location within the Flood Plain? ~ YES[ | NO
Are ADA requirements being met?  YES No[]

Comments

Asphalt and concrete sidewalks in work area.

Outcome of Review

Approved Approved With Denied
Comments

Ting Chang, P.E.
City Engineer
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National Grid Contact

Jeffrey LoConte, Lead Supervisor - Contractor Oversight
jeffrev.loconte@nationalgrid.com

Cell # 617-438-8417

Petition of’

National Grid
775 Dutton St.
Lowell, MA 01854

For the request to refay 585 feet of 12 inch cast iron gas main located in the shoulder of the
public way with a 12 inch plastic gas main in the sidewalk on Middlesex St, Lowell from #1895
Middlesex St to #1939 Middlesex St. Per recommendation of the City Engineering Office and
the Lowell Inspector, it is desired that the new gas main be installed in the sidewalk rather than
the roadway due to conflicts or close proximity with existing utilities,

TO: Lowell City Clerks Office.

Respectfully represents the NATIONAL GRID of 775 Dutton Street, Lowell,
Massachuselts, that it desires to replace our existing 12 inch low pressure cast iron gas main on
Middlesex St. The proposed installation will replace 585 feet the existing 12 inch gas main with
new 12 inch plastic gas main meeting National Grid’s latest safety standards. The new gas main
will be located in the sidewalk between HSE # 1895 and HSE #1939,

Wherefore it prays that after due notice and hearing as provided by law, it be granted
permission to excavate the sidewalk to be located substantially in accordance with the attached
plan named - “1815 - 1990 MIDDLESEX RD, LOWELL.”

NATIONAL GRID

Ledd Superv A/Zor - Cohtractm Overmght
July 22, 2021




ORDERED:

Notice having been given and public hearing held, as provided by law, that National Grid
be and it is hereby granted permission to excavate the sidewalk to install the new gas main in the
plan named ‘1815 — 1990 MIDDLESEX RD, LOWELL?” in the sidewalk hereinaficr named as
said Company may deem necessary, in public way or ways hercinafter referred to, as requested
in petition with the said COMPANY dated, July 22, 2021,

Said gas main shall be located substantially in accordance with the attached plan named -
“1815-1990 MIDDLESEX RD, LOWELL.”?

The following are public ways along which the gas main above referred to may be
installed: the sidewalk on Middlesex St between HSE #1895 and HSE # 1939 on City Property,
Lowell, Ma.

............................................................................................................

Book,......ooeoiiiiiini Page..............cool
Attest
............... hereby certify thaton .....................20.....,at ......... o’clock,..... M
Al , a public hearing was held on the petition of

NATIONAL GRID for permission to install new 12 inch gas main as described in the order
herewith recorded, and that [ mailed at least seven days before said hearing a written notice of
the time and hearing to each of the owners of real estate (as determined by the last preceding
assessment for taxation) along the ways or parts of ways upon which the Company is permitted
to install gas main under said order. And that thereupon said order was duly adopted.

.............................................
.............................................

.............................................




s PRESSURE GAUGES ARE REQUIRED AT ALL MAINS FOR ALL TIE-INS, REFER TO GCON-02001 PROCEDURE.
* CHECK ELECTRONIC MAPPING SYSTEM FOR MOST CURRENT MAPPING INFORMATION,
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¢ PRESSURE GAUGES ARE REQUIRED AT ALL MAINS FOR ALL TIE-INS. REFER TO GCON-02001 PROCEDURE.
* CHECK ELECTRONIC MAPPING SYSTEM FOR MOST CURRENT MAPPING INFORMATION.
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